
 NAMED ROAD

(12 - 46 - 12)

(70 FEET WIDE R.O.W.)

ON CITY PLAN, LEGALLY OPEN

1-STORY

BUILDING
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ASPHALT PARKING LOT
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OUTLET CONTROL STRUCTURE
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GRASS

SANITARY SEWER 12", VITRIFIED PIPE

WITH STORMWATER CONDUIT 27", R.C., 5'-9" ± COV.

SANITARY SEWER 12", VITRIFIED PIPE

WITH STORMWATER CONDUIT 30", R.C., 7'-6" ± COV.

WATER 1.5" DOMESTIC SERVICE

WATER 8" SPRINKLER SYSTEM

SANITARY SEWER
6" SANITARY
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 PR. 52 LF OF 12" STORM SEWER RCP @ 0.75%

PR. 95 LF OF 12" STORM

SEWER RCP @ 0.60%
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PR. HEADWALL, 12" RCP

PR. ENDWALL 12" RCP

INV. 146.00

PR. 25 LF OF 12" R.C.P. @ 3.80%.

PR. 25 LF OF 12" R.C.P.  @ 1.96%.

TO BE RELOCATED
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HVAC UNITS

GREEN ROOF (7,400 SF)

POROUS PAVERS (2,500 SF)

BIORETENTION BASIN (2,350 SF)

SUBSURFACE INFILTRATION

BASIN (3,000 SF)
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PK NAIL IN SIDEWALK

ELEV. 149.37

1
0

6
.
5

'

CONCRETE WALK

GRASS

GRASS

GRASS

PR. OUTLET

STRUCTURE

PR. 30 LF OF 12" RCP @ 0.50%

PR. 105 LF OF 12" STORM SEWER RCP @

1.00%

TYPE "C" INLET

GR. 149.50

INV. 146.49

PR. 105 LF OF 12" STORM SEWER RCP @

1.00%

PR. 40 LF OF 12" STORM

SEWER RCP @ 0.60%
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PWD and L+I PLUMBING INSPECTION JURISDICTION
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GRAPHIC SCALE
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PAVING STRIPING LINE

VEGETATION LINE / HEDGE

TOP OF CURB ELEVATION

BOTTOM OF CURB ELEVATION

SPOT ELEVATION

INVERT

GRATE

DEPRESSED CURB

HANDICAPPED RAMP

FOUND IRON PIN AT PROPERTY CORNER

DECIDUOUS TREE

LAMP POST

FIRE HYDRANT

COMMUNICATION MANHOLE

DRAINAGE MANHOLE

SEWER MANHOLE

WATER MANHOLE

WATER VALVE

TC

151.00

BC

151.00

x 151.00

INV.

GR.

DEP.

CURB

151.00

151.00

GAS VALVE

WATER BOX

VENT BOX-SEWER

UNKNOWN CURB BOX

BENCHMARK

TRAFFIC SIGN

BOLLARD

HANDICAPPED SYMBOL

4" OPEN MOUTH GRATE INLET

HEADWALL

DIRECTION OF FLOW

INLET

ASPHALT PAVING

GREEN ROOF

GRASS AND LANDSCAPED AREAS

POROUS PAVERS

SUBSURFACE

INFILTRATION

CONTOUR LINE

SOLID SEWER PIPE

PERFORATED SEWER PIPE

HEADWALL

L&I INSPECTS

PWD INSPECTS

BOTH L&I AND PWD INSPECT

L&I INSPECTS

INTERNAL BUILDING

PLUMBING FEATURES

NOTES:

· L&I inspection is in accordance with the Philadelphia

Plumbing Code.

· PWD inspection is in accordance with the Philadelphia

Water Department Regulations.

· All inspections must be passed before L&I may release

the Certificate of Occupancy.

· This plan was created to provide information about the

jurisdiction for the Philadelphia Water Department

(PWD) and License and Inspection (L+I) and contact

information for the various units involved in inspecting

plumbing features for private development. Questions

about the plan can be directed to

PWD_DevServices@phila.gov. Please contact the units

listed in this document if you have specific questions

about connections or scheduling inspections.
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